
Volt free switch
Via wiring center or thermostat

Primary pump
Power

Primary pump
PWM signal

Three way 
valve

ONLY IF DHW 
CYLINDER 
INCUDED

System pump
PWR

Only in systems 
with a buffer or 

hydraulic 
seperator

Power Supply cable 2.5 mm
Can be 1.5 mm if a DHW element is not 

fed directly

IF A DHW CYLINDER IS INCLUDED IN
YOUR INSTALLATION

Link N-N1 and L to L1  to alow relay output to 
terminals 3 & 4  feeding  the DHW cylinder 

element .
The element must not be over 3KW

Hydraulic Manager : Wiring

For comunication         
1mm two core from A & B 

connect to HP 


