
Power supply 
Connect  to L / N & Earth
This supply feeds the two integral pumps, 3 way valve and  control 
interface . a  *1.5 mm flex is suitable (load under 240w)

The hydraulic station is supplied with a 3Kw back up heater.
situated in the buffer tank. In most installations this is not required.     
It is important to isolate the heater.
This is done be setting ST07  to -20 in the service access parameters
*If the back up heater is required (Total load increases to 3240w)
A dedicated RCD protected 2.5mm supply will be required  to 
accomodate it. 

Communication  
A Two core cable is required between HP and Station
connects A+ & B- to A & B at the HP.

External controls A potential (Volts) free two core  control cable 
from the attached system connects to terminals D4 & M

Optionally
If the Hydraulic station is used to manage a DHW cylinder element this is to 
be via a relay connected to terminals 1 & 2

If the Hydraulic Station is used to manage a DHW reticulation pump this is 
to be via a relay connected to terminals 3 & 4

Hydraulic Station Wiring Requirements




