
Power supply 
Connect  to L / N & Earth
This supply feeds the two integral pumps, 3 way valve and  
DHW Cylinder element. (Total load 3,240w)

A *link is required, placed between L & N to L1 & N1
This powers the control interface (Load 6w) (See note 1)

Communication Two core cable between HP and Tower
connects A+ & B- to A & B  at the HP.

External controls the potential (Voltage) free two core               
control cable from the attached system connects
to D4 & M

note 1
Back up heater  option
(A 3Kw Back up element is incorporated in the buffer tank) 
For most installations this is not required 
When not required. It must  be rendered inactive. 
To do so by set   ST07  in the service parameters  to  -20 

If the back up heater is required 
A second uitably sized power supply should be connected to 
L1/N1 rather than the above required *link.)
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